
 

BID ADDENDUM #1 
 

CITY OF BEVERLY HILLS 
INFORMATION TECHNOLOGY 
455 NORTH REXFORD DRIVE 

BEVERLY HILLS, CALIFORNIA 90210 
310-285-2590 

 
Bid Number:  18-65, FTTP Customer Install Contractor 
 
Bid Opening Date:  8/30/2018 2:00 PM  
 
PLEASE NOTE THE FOLLOWING QUESTIONS AND ANSWERS: 
 
TO:   PROSPECTIVE BIDDERS 
FROM:  CITY OF BEVERLY HILLS  
  INFORMATION TECHNOLOGY  
DATE: 8/14/2018 
RE:  BID #18-65–CUSTOMER INSTALL CONTRACTOR ADDENDUM #2 

 
 

1. For properties where we issue site survey work, we do not 
expect that to include design of the pathway from our OSP 
to the building/closet. This work would only involve design 
of the inside/common wiring. Our standard inside wiring 
approach is depicted in the attached PDF drawing and 
involves placement of fiber into each unit by in-wall (when 
available) or by exterior fiber to the MPOE. We want to 
have all units fibered going back to one location where 
they all will be spliced.  

2. We do not anticipate Sunday installs 

3. Yes, we can confirm that the rates issued in the bid and 
RFP are both current and reflect 2018 prevailing wage 
rates. Per the Industrial relations department of the 
state, these rates will change on December 11, 2018, but 
the increase has not been determined or announced.   
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Stub-out 

EMT 2" x 2

Pot Hole

Pot Hole

Pot Hole

Pot Hole

Bore place 1" x 2 

Conduits

Leave 1" 

stub

PULL BOX

Aerial feed from pole to pole, rise down at second pole. Bore on east side of alley way to west side, continue 
bore going south to wye-intercept location. To identify stub out in alley way by placing a rodder into empty 
EMT than locating to stub out location. Place 1 inch duct inside 2 inch EMT into MPOE. Pull 6CT. Fiber into 
MPOE. 
Attempt to pull 6CT x 3 to floors 1, 2, 3. Pull 4CT. X 2 to floors 4 & 5. 
Place splice box in center above each units’ door. 
All fiber counts will start from MPOE to last splice box on each floor. 

Ground Floor

2nd Floor

Garage

Place 1 inch x 2 Conduits


	BID No 18-65 addendum 2.pdf
	BID ADDENDUM #1

	447 N. Doheny Dr. - 20 Units - Design v1.pdf

